An Overview of the Design Principles of Drinking Water Chlorination

*Tochukwu C. Okeke and Olufunmilayo I. Ndububa

Department of Civil Engineering, Federal University Oye-Ekiti, Ekiti State, Nigeria

[tochukwu.okeke|olufunmilayo.ndububa]@fuoye.edu.ng

Abstract- The goal of drinking water chlorination is the inactivation of pathogenic organisms in water. It offers the advantage of producing residuals useful for the preservation of water quality in a distribution system. Basic key chlorination concepts include chlorine demand/decay, chlorine residuals, and CT disinfection. The application of these concepts required a good understanding of the hydraulic condition of the system. Important consideration is the determination of initial required chlorine dose. A demonstration model using a public school water supply scheme with an overhead tank is done. This incorporates the kinematic of Contact Time (CT) disinfection, and the application of a demand model for the determination of initial chlorine concentration/dose required. Optimal application of chlorine will prevent incidences of either an over-dose or under-dose which highlight the importance of this study.

Keywords- chlorine demand, CT Disinfection, initial chlorine concentration, log removal value, residual concentration

1 INTRODUCTION

Chlorine is the most common chemical disinfectant for water treatment (EPA, 2011), and its typical forms include elementary chlorine, hypochlorite and chlorine dioxide. Elemental chlorine is the pure form of chlorine and comes in either a liquid or gaseous state. In its pure form, elementary chlorine is very reactive, volatile and corrosive, and can be flammable when it reacts with ammonia, requiring dilution for safety purposes. Sodium hypochlorite is the diluted form of elementary chlorine and comes in concentration of 12.5 and 15%, while calcium hypochlorite is the solid form and is available in granules, pallets and powder forms (Pennsylvania Department of Environmental Protection, 2016). Its major strength property is that it produces residual which may remain in water even after disinfection has occurred (WHO, 2017). Disinfection aims at inactivating most of micro-organisms in water essentially the pathogenic ones (Pennsylvania Department of Environmental Protection, 2016). Pathogenic organisms come in form of bacteria, viruses, and protozoa. Important factors that influence their pathogenic activities include: chloride concentration, pH, total organic carbon, dissolved oxygen, hardness, temperature and turbidity (John and Rose, 2005).

Survival rate of micro-organism is also an indicator of their resistance to various disinfection methods as determined using a recommended Log Removal Value (LRV). Micro-organism like protozoa with high resistance to chlorine disinfection exhibits high chlorine demand. Chlorination is most effective against bacteria and viruses and least effective against protozoa (WHO, 2017). Some studies on chlorination of drinking water include: Vasconcelos et al. (1997); Kohpaei and Sathasivan (2011); Casey et al. (2012); and Clark et al. (1989). Vasconcelos et al. (1997) examined chlorine decay within a distribution system using a decay model that incorporates both bulk and wall decay. Kohpaei and Sathasivan (2011) modeled chlorine decay using a parallel second order. They adopted an analytical approach and found the model as suitable. Casey et al. (2012) examined chlorine demand in water obtained using various treatment method, and observed that the demand pattern follows a power correlation function which contradicts generally assumed parabolic pattern.

This study therefore adopts the use of a chlorine demand model for the determination of requirement amount of initial chlorine concentration that will be required for appropriate chlorination. Demand model are generally obtained through laboratory experiment, and is a better approach than the trial and error method.

2 REVIEW OF CHLORINATION PRINCIPLES AND FLOW HYDRAULICS

2.1 CT DISINFECTION

CT is simply the measured chlorine concentration in water multiplied by its contact time in water (Rush, 2002). The Baffling Factor (B.F) in equation (1) is indicative of variations between plugged and mixed flow, and it varies between 0 and 1. The measured chlorine concentration in water after a given time is the Residual Free Chlorine (RFC) and is usually determined at the point of the first user, and this mathematically expressed as:

\[ CT = RFC \times \text{Contact time (t)} \times B.F \]  

(1)

Where, 
- t is the contact time
- B.F is the Baffling Factor
- RFC is the Residual Free Chlorine.

Disinfection aims at achieving a target CT level (i.e CTrequired). CTachieved is the provided CT disinfection in the distribution system while CTrequired is the minimum required CT value for inactivation of the micro-biological organisms in water. The general procedure aims at achieving a deactivation ratio CTachieved/CTrequired exceeding 1.0 (Rush 2002). Table 1 is a useful requirement for the determination of CTrequired. Relevant control variable are temperature, pH and residual concentration. Model (1) presents a useful formulation for the determination of CTachieved. Model equation (2) presents an alternative to (1), and is based on infectivity data (LeChevallier and Kwok Au., 2004) for Giardia inactivation. This was proffered by Clark, et al., (1989):

\[ CT = 0.75 \times (0.9847C^{0.758} \times pH^{2.7519} \times temp^{-0.1467}) \]  

(2)

Where, C is the disinfectant residual concentration, and temp is the reaction temperature in degrees Celsius.
2.2 LOG REMOVAL VALUE (LRV)

The Log Reduction Value is expressed as the ability of a treatment process to remove pathogenic microorganisms. High LRVs will automatically require higher CT values. LRVs are categorized according to the different pathogen type e.g LRV for virus, bacteria, and protozoa. This value is determined in the laboratory using equation (3). An LRV of 1 is equivalent to 90% removal of a target pathogen, an LRV of 2 is equivalent to 99% removal and an LRV of 3 is equivalent to 99.9% removal and so on (WRA, 2014; USEPA, 2012).

\[
LRV = \log_{10} \left( \frac{\text{influent pathogenic concentration}}{\text{effluent pathogenic concentration}} \right) \tag{3}
\]

Many water treatment uses giardia and virus inactivation requirement as standard for water treatment. Table 2 shows a giardia log reduction based on the number of cyst per 100L of obtained. A Giardia 3-log removal generally requires a higher CT value than that for a 2-log. Chlorination is generally most effective against bacteria and viruses and least effective against protozoa (WHO, 2017), and therefore protozoa requirement becomes the critical value. Chlorination technically is not expected to satisfy the full LRV requirement as other treatment process like filtration, sedimentation and coagulation contribute significantly.

![Chlorine Applied](image)

**Table 1. CT table (EPA, 2011)**

<table>
<thead>
<tr>
<th>Chlorine Concentration (mg/L)</th>
<th>Temperature = 7°C</th>
<th>Temperature = 21°C</th>
</tr>
</thead>
<tbody>
<tr>
<td></td>
<td>pH 6.0</td>
<td>pH 6.5</td>
</tr>
<tr>
<td>-----------------------------</td>
<td>-------------------</td>
<td>-------------------</td>
</tr>
<tr>
<td></td>
<td>4.0</td>
<td>4.5</td>
</tr>
</tbody>
</table>

2.3 CHLORINE DEMAND

Demand models measure the “chlorine consumption rate” in water over time. The initial added chlorine initially reacts in three ways: (1) irreversibly with manganese, iron and hydrogen sulphide, (2) reversibly with organic matter and ammonia, (3) with water. The reversible reaction in step (2) results in combined chlorine in form of chloramines, while the left over that reacts with water is the RFC. These organic and the inorganic components “eat up” chlorine in water, before leaving residual free chlorine useful for the disinfection treatment of microbial in water. This demand must be satisfied to ensure adequate biocidal treatment. Chlorine demand increases as the RFC decreases, and can be mathematical expressed as:

\[
\text{Chlorine demand} = \text{initial dose (C}_0\text{)} - \text{RFC} \tag{4}
\]

The other approaches requires: (1) breakpoint chlorination (Fig 1) and (2) Chlorine demand model equation (5). Chlorine demand is also measured as the portion in Fig 1, where the combined chlorine residues predominate, i.e before the rise of the RFC portion of the curve. The model approach adopted for this study follows the power law correlation model (Casey et al. 2012), expressed as:

\[
D = K_0t^n \tag{5}
\]

Where D is chlorine demand measured in mg/l, t is contact time (mins), K_0 and n are empirical fitted coefficient.

2.4 RESIDUAL FREE CHLORINE (RFC)

RFC is portion available for disinfection and is the strong form (Wiant, 2013; Pennsylvania Department of Environmental Protection, 2016). Addition of free chlorine and combined chlorine results in total chlorine. Different test indicators are used in the laboratory to determine the concentration level of both total and free chlorine. To achieve microbial inactivation, the concept of free chlorine residual-time relationship plot must be determined using either a demand or decay curve. Chlorine residual has the advantage of remaining for a longer period of time in a distribution network when compared to ozone which easily decompose but have stronger oxidizing power (National Academy of Sciences, 1977). Residual concentration in a distribution system is required at recommended level to prevent possible re-contamination of the flowing water through pipe wall bio-film.

2.5 HYDRAULIC CONSIDERATIONS

2.5.1 Contact Time

Various microbes in water require different chlorine contact time period for effective disinfection. Adequate contact time must be provided before the water gets to

**Table 2. Required level of giardia log reduction**

<table>
<thead>
<tr>
<th>S/n</th>
<th>Raw water level</th>
<th>Recommended giardia log reduction</th>
</tr>
</thead>
<tbody>
<tr>
<td>1</td>
<td>&lt;1 cyst per 100 litres</td>
<td>3-log</td>
</tr>
<tr>
<td>2</td>
<td>1cyst/100L - 10cysts/100L</td>
<td>3-log to 4-log</td>
</tr>
<tr>
<td>3</td>
<td>10cysts/100L - 100cysts/100L</td>
<td>4-log to 5-log</td>
</tr>
<tr>
<td>4</td>
<td>&gt;100 cyst/100L</td>
<td>&gt;5-log</td>
</tr>
</tbody>
</table>

Source: (Rush, 2002).
the first consumer. Determination of contact time incorporates the hydraulic flow condition in the tank or pipe network. An ideal Contact time for plugged flow through a conduit pipe network is generally expressed as:

\[
\text{Contact time (mins)} = \frac{\text{Volume (m}^3\text{)} + 60 \times \frac{\text{mins}}{\text{hr}}}{\text{Peak flow rate} (\text{m}^3/\text{hr})} \quad (6)
\]

In a real distribution system, this ideal model equation (6) is not suitable for contact tanks since flow through it falls between fully mixed and plug flow. This requires determining the Residence Time Distribution (RTD). EPA, (1999) guideline requires a “Correction Factor (C.F)” or “Baffling Factor (B.F)” which is based on t10 value. Table 3 shows the baffling factors for different tank conditions, while equation (7) shows hydraulic contact time expression incorporating B.F suitable for contact tank.

<table>
<thead>
<tr>
<th>S/n</th>
<th>Condition</th>
<th>ctבניית תаблицה 3: תיאור מדד בלבבל</th>
</tr>
</thead>
<tbody>
<tr>
<td>1</td>
<td>Unbaffled</td>
<td>0.1</td>
</tr>
<tr>
<td>2</td>
<td>Poor</td>
<td>0.3</td>
</tr>
<tr>
<td>3</td>
<td>Average</td>
<td>0.5</td>
</tr>
<tr>
<td>4</td>
<td>Superior</td>
<td>0.7</td>
</tr>
<tr>
<td>5</td>
<td>Perfect</td>
<td>1.0</td>
</tr>
</tbody>
</table>

Table 3. Contact tank baffling factor description

Source: EPA 2011.

Contact time (mins) = \frac{\text{Volume (m}^3\text{)} + 60 \times \frac{\text{mins}}{\text{hr}}}{\text{Peak flow rate} (\text{m}^3/\text{hr})} \times B.F \quad (7)

2.5.2 Water demand estimates
This is expressed as the water quantity utilized daily by individual. Factors considered include economic, demographic, weather, and population growth. Water demand estimate is fundamental to the determination of tank size and flow rates. Volumetric flow rates derived using water demand estimate is shown in equation (8).

\[
\text{Flow rate} = \text{Water demand} \times \text{population serviced} \times 4.17 \times 10^{-5} \quad (8)
\]

2.6 Chlorine Dozing
The expression in (9) shows a typical demand curve with the empirical fitted coefficients determined (Casey et al. 2012). This follows the power law correlation model (5). The treatment category is the chemical coagulation/clarification/filtration of a conventional treatment process. This is a common treatment procedure in many conventional treatment plants, and therefore is adopted for this study.

\[
D = 0.387 \times 0.252 \quad (9)
\]

The initial chlorine dose (C0) is the amount of chlorine initially added to the distribution system for disinfection purpose and was determined for demonstration model in this study using equation (12).

\[
C_0 = RFC + \text{Chlorine Demand} \quad (12)
\]

3 Design Methodology
3.1 Hydraulic Considerations
This model considers a treatment tank at elevation +10m above datum level. An elevation height of 10 meters is expected to provide sufficient hydraulic head for effective water distribution. Hydraulic consideration includes:

1. Determination of required Flowrate: This was determined based on equation (8).
2. Determination of appropriate tank size: This was determined as allowing thrice refilling each day.
3. Determination of Contact time: Model expression (9) and (10) are useful for this purpose.

3.2 Determination of CT_required and CT_achieved
Procedural steps using tables and charts are as follows (Rush, 2002):

1. Determining of required CT: A predetermined LRV of 3 log inactivation was adopted. Table 1 was used for determination of required CT. Similar tables exist for bacteria and virus disinfection, and can be obtained in EPA, (2011).
2. Determining of achieved CT: Relevant models equations include (1), (2), (6) and (7).
3. Comparing CT Values: If CT_achieved > CT_required, then you will have met your disinfection requirement.

3.2 Chlorine Demand
Model equation (9) was used for this purpose with a pH value of 6.73 and temperature 15oC.

3.3 Model Design
Relevant hydraulic design data useful for this design is presented in Table 4.
4 DESIGN RESULT AND DISCUSSION

Table 5.0 shows the required tank size for a population of 2000 people with an option of thrice filling of the tank daily.

Table 5. Designed Tank Size for Population Size of 2000

<table>
<thead>
<tr>
<th>S/n</th>
<th>Population Size</th>
<th>Capacity Factor</th>
<th>Water Use</th>
<th>Tank Size (litres)</th>
<th>Tank Dimension</th>
</tr>
</thead>
<tbody>
<tr>
<td>1</td>
<td>2000</td>
<td>1.5</td>
<td>270,000</td>
<td>135,000</td>
<td>7.0 x 5.0 x</td>
</tr>
</tbody>
</table>

4.1 PRACTICE DESIGN FOR 4-LOG VIRUS INACTIVATION

1) The CTrequired for 4-log inactivation of virus at temperature of 15°C and pH range of 6.73 is 4 mg/mimL⁻¹ (EPA, 1991).

2) The CTachieved is shown in Table 6 for RFC range of 0.2mg/L to 0.5mg/L.

Table 6. Viral Inactivation Data for Residual Concentration Range of 0.2 to 0.5mg/L

<table>
<thead>
<tr>
<th>S/n</th>
<th>RFC (mg/L)</th>
<th>CT achieved</th>
<th>CT required</th>
<th>Ratio</th>
<th>Virus Inactivation</th>
</tr>
</thead>
<tbody>
<tr>
<td>1</td>
<td>0.2</td>
<td>29</td>
<td>4</td>
<td>7</td>
<td>Satisfactory</td>
</tr>
<tr>
<td>2</td>
<td>0.3</td>
<td>43</td>
<td>4</td>
<td>10</td>
<td>Satisfactory</td>
</tr>
<tr>
<td>3</td>
<td>0.4</td>
<td>59</td>
<td>4</td>
<td>14</td>
<td>Satisfactory</td>
</tr>
<tr>
<td>4</td>
<td>0.5</td>
<td>72</td>
<td>4</td>
<td>18</td>
<td>Satisfactory</td>
</tr>
</tbody>
</table>

3) Based on inactivation ratio for 4-Log inactivation shown in (13), this design satisfies the viral inactivation requirement.

4-log virus inactivation = inactivation ratio x 4 ≥ 4  (13)

4) The required initial concentration is shown in Table 7.

Table 7. Required Initial chlorine concentration (C₀) for residual range of 0.2 to 0.5 mg/L

<table>
<thead>
<tr>
<th>S/n</th>
<th>Contact Time (t)</th>
<th>RFC (mg/L)</th>
<th>Chlorine demand</th>
<th>C₀</th>
</tr>
</thead>
<tbody>
<tr>
<td>1</td>
<td>143</td>
<td>0.2</td>
<td>1.4</td>
<td>1.6</td>
</tr>
<tr>
<td>2</td>
<td>143</td>
<td>0.3</td>
<td>1.4</td>
<td>1.7</td>
</tr>
<tr>
<td>3</td>
<td>143</td>
<td>0.4</td>
<td>1.4</td>
<td>1.8</td>
</tr>
<tr>
<td>4</td>
<td>143</td>
<td>0.5</td>
<td>1.4</td>
<td>1.9</td>
</tr>
</tbody>
</table>

4.2 PRACTICE DESIGN FOR 3-LOG GIARDIA INACTIVATION

1) The CTrequired for 3-log inactivation of Giardia at temperature of 15°C and pH range of 6.73 for the different RFC’s is shown in Table 8.

2) The CT achieved was determined using (2) and (7) indicates an inactivation ratio as satisfactory.

Table 8: 3-log Giardia Inactivation Data for Residual Concentration Range of 0.4 to 1.0 mg/L

<table>
<thead>
<tr>
<th>S/ n</th>
<th>B.F</th>
<th>Contact Time (t)</th>
<th>RFC (mg/L)</th>
<th>CT achieved</th>
<th>CT required</th>
<th>Rati o</th>
<th>Giardia Inactivation</th>
</tr>
</thead>
<tbody>
<tr>
<td>1</td>
<td>0.3</td>
<td>143</td>
<td>0.4</td>
<td>59</td>
<td>59</td>
<td>1.0</td>
<td>Satisfactory</td>
</tr>
<tr>
<td>2</td>
<td>0.3</td>
<td>143</td>
<td>0.5</td>
<td>72</td>
<td>60</td>
<td>1.2</td>
<td>Satisfactory</td>
</tr>
<tr>
<td>3</td>
<td>0.3</td>
<td>143</td>
<td>0.8</td>
<td>114</td>
<td>61</td>
<td>1.9</td>
<td>Satisfactory</td>
</tr>
<tr>
<td>4</td>
<td>0.3</td>
<td>143</td>
<td>1.0</td>
<td>143</td>
<td>63</td>
<td>2.3</td>
<td>Satisfactory</td>
</tr>
</tbody>
</table>

3) The required initial dosage for the different residuals are shown in Table 9.

Table 9. Required Initial chlorine concentration (C₀) for residual range of 0.4 to 1.0 mg/L

<table>
<thead>
<tr>
<th>S/n</th>
<th>Contact Time (t)</th>
<th>RFC (mg/L)</th>
<th>Chlorine demand</th>
<th>C₀</th>
</tr>
</thead>
<tbody>
<tr>
<td>1</td>
<td>143</td>
<td>0.4</td>
<td>1.4</td>
<td>1.8</td>
</tr>
<tr>
<td>2</td>
<td>143</td>
<td>0.5</td>
<td>1.4</td>
<td>1.9</td>
</tr>
<tr>
<td>3</td>
<td>143</td>
<td>0.8</td>
<td>1.4</td>
<td>2.2</td>
</tr>
<tr>
<td>4</td>
<td>143</td>
<td>1.0</td>
<td>1.4</td>
<td>2.4</td>
</tr>
</tbody>
</table>

4.3 DISCUSSION

For viral inactivation, high values of inactivation ratios were observed. This is indicative of high efficiency in the disinfection process. Therefore the residence time of chlorine in the water adequately provided the needed CT disinfection. The same chlorine demand was observed for both viral and gardia inactivation. This is because both have: same contact time, same log requirement, and same tank size. Therefore in order to satisfy the higher CT requirement for gardia inactivation for hydraulic contact time within the tank, higher residual concentration was observed.

Though satisfactory, additional contact time or a higher residual target should be provided for the inactivation with a ratio of 1.0 and a residual of 0.4 mg/L in Table 8. This is because at any slight lower CT, disinfection will not be satisfactory. Additional contact time can also be achieved within the pipeline before the first user, or alternatively allowing the water to stay for a longer period in the contact tank. Higher level of initial concentration was observed for gardia inactivation since it has a higher CT requirement.

5 CONCLUSION

The study has demonstrated the usefulness of chlorine demand model for the determination of initial required chlorine concentration. Chlorine demand models are generally determined through laboratory experiment.

REFERENCES


National Academy of Sciences (1980): Drinking Water and Health, Volume 2 Safe Drinking Water Committee, Board on Toxicology and Environmental Health Hazards, Assembly of Life Sciences. 408 pages


